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GENERAL NOTES

1. FIELD VERIFY THE EXACT SIZES AND LOCATIONS OF ALL
EXISTING EQUIPMENT & PIPING PRIOR TO DEMOLITION OF ANY
EXISTING WORK. THE DEMOLITION WORK SHALL BE COORDINATED
WITH THE NEW WORK OF ALL DIVISIONS TO ASSURE PROPER

LIMITS OF DEMOLITION.

2. REMOVE ALL EXISTING EQUIPMENT AND ASSOCIATED

APPURTENANCES, WHETHER SPECIFICALLY INDICATED OR NOT,

THAT ARE NOT CONNECTED TO NEW WORK.

3. OPENINGS IN WALLS/FLOOR AS A RESULT OF DEMOLITION

SHALL BE SEALED AIR TIGHT. COORDINATE WITH
ARCHITECTURAL DRAWINGS.

4. ALL DEMOLISHED EQUIPMENT SHALL BE TURNED OVER TO THE
BUILDING OWNER FOR THE RIGHT OF FIRST REFUSAL (STORE

REMOVED EQUIPMENT WHERE DIRECTED BY OWNER). ANY
EQUIPMENT THE BUILDING OWNER DOES NOT RETAIN SHALL

|
EX. _/} THEN BECOME THE PROPERTY OF THE CONTRACTOR.
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